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 Roadway Construction ............................................................ 168 
 Roadway Marking ............................................................169-170 
 Secondary 
  Definition.............................................................................. 19 
  Marking ....................................................... 168-169, 177-178 
 Signs .........................................................................170-171, 183 
 Special Hazard 
  Application ..................................................................167-168 
  Definition............................................................................ 167 
 Speed Bumps........................................................................... 169 
 Storage..................................................................................... 166 
 Townhouses............................................................................. 166 
 Yellow Color, Definition ........................................................ 167 
 Yellow Curbing ....................................................................... 168 
Fire Marshal 
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 See State Fire Marshal 
Fire Protection, Features of 
 Buildings ....................................................................................61 
 Definition ...................................................................................13 
 LP-Gas Bulk Plants....................................................................46 
 Physically Handicapped....................................................... 64-66 
Fire Protection System 
 Definition .....................................................................13, 91, 138 
 See also Fire Alarm Signaling System, Fire Suppression 
Systems 
Fire Pump 
 Electric Fire Pumps 
  Auxiliary Power/Water Suppliers .........................................86 
  Health Care............................................................................50 
 Inspection, Testing, Maintenance ..............................................95 
 Plan Submittal Required ............................................................25 
 Rated/Peak Capacity, 10 psi ......................................................99 
 Test Connection Signs ...............................................................90 
Fire Resistance Rating 
 Definition ...................................................................................13 
Fire Retardants 
 Definition ...................................................................................13 
Fire Safety Devices 
 Inspection, Testing, Maintenance ..............................................96 
Fire Safety, General 
 See Also Fire Alarm Signaling Systems, Fire Suppression 
Systems 
 Access for Fire Apparatus and Fire Department 
  Cul-De-Sac..........................................................................154 
  Dead End Road ...................................................................153 
  Fire Lanes............................................................................153 
  Lock Box.............................................................................154 
  One- and Two-Family Dwellings .......................................154 
  Parking Prohibited ..............................................................154 
  Turn-Around .......................................................................153 
 Buildings 
  Barricading Vacant .............................................................152 
  Evacuation...........................................................................152 
  Precautions Inside 
   Combustible/Flammable Materials.................................155 
   Combustible Waste .........................................................155 
   Lighting/Heat Producing Equipment..............................155 
   Sweeping Compounds ....................................................155 
 Burning 
  Authority to Prohibit Outdoor Fires ...................................151 
  Bonfires and Rubbish Fires.................................................151 
  Burning of Construction Material.......................................151 
  Other Outdoor Fires ............................................................151 
 Compressed and Liquefied Gases............................................158 
 Covered Malls and Class A Places of Assembly 
  Exhibits, Displays, Craft Shows, Trade Shows 
   Application......................................................................161 
   Inspection........................................................................161 
   License Required ............................................................161 
   Permit Required ..............................................................161 
   Plan..................................................................................162 
 Decorations 
  Christmas Trees...................................................................157 
  Fire Tests.............................................................................157 
  Interior Finishes ..................................................................157 
  Use of ..................................................................................157 
 Dusts 
  Application..........................................................................159 

  Electrical Power and Lighting ............................................159 
  Explosion Prevention and Suppression ..............................159 
  Fire Extinguishers, Portable ...............................................160 
  Smoking/Open Flames Prohibited......................................159 
 Egress, Factors Affecting 
  Attachments to Fire Escapes and Fire 
   Protection Equipment .....................................................156 
  Means of Egress..................................................................156 
  Obstruction of Aisles/Passageways....................................156 
  Overcrowding, Responsibility to Prevent ..........................156 
  Storage on Roofs/Fire Escapes...........................................156 
  Vacate, Failure to................................................................156 
 Elevators .................................................................................. 162 
 Fire 
  Carelessness ........................................................................152 
  Notifying the Fire Department ...........................................152 
  Spread .................................................................................151 
 Fire Doors ................................................................................153 
 Fire Drills 
  Educational ......................................................................... 154 
  Institutional ......................................................................... 154 
 Fire Exits Plans, Posting..........................................................152 
 Fire Protection Equipment 
  Interference ......................................................................... 153 
  Inoperative, Notification Required.....................................152 
 Fire Protection Required 
  Automatic Fire Extinguishing Systems ..............................158 
  Automatic Sprinkler Systems .............................................158 
  Fire Extinguishers, Portable ...............................................158 
  Maintenance........................................................................158 
  Standpipes........................................................................... 158 
  Water Supply and Fire Hydrants ........................................158 
 Flammable and Combustible Liquids......................................158 
 Hazardous Conditions .............................................................152 
 Hazardous Gas in Balloons .....................................................153 
 Hazardous Materials 
  Application.......................................................................... 160 
  Storage ................................................................................160 
  Transportation.....................................................................161 
  Warning Signs ....................................................................160 
 Interior Finishes and Furnishings 
  Applicators of Fire Retardant Coatings..............................157 
  Approval/Tests....................................................................156 
  Fire Retardants....................................................................156 
 Matches 
  Packaging and Labeling......................................................160 
  Sources of Ignition.............................................................. 160 
  Storage 
   Requirements .................................................................. 160 
   Wholesale Outlets...........................................................160 
   With Other Commodities................................................160 
  Type Permitted....................................................................160 
 Reporting 
  False Alarms .......................................................................152 
  Fire Incidents ...................................................................... 152 
  Hazardous Conditions.........................................................152 
 Smoking ...................................................................................153 
 Torches, Welders, or Laser Cutting Devices...........................153 
 Waste Disposal Sites ............................................................... 155 
  Dumping of Burning Load Prohibited................................156 
  Fire Extinguishing Capabilities ..........................................155 
  Transportation of Combustible Waste/Refuse ...................156 
  Waste Handling Plants........................................................156 
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Fire Separation 
 Class “A” ................................................................................... 62 
 Class “B” ............................................................................. 62, 67 
 Class “C” ................................................................................... 63 
 Fire Wall/Barrier Definition ................................................ 13, 63 
 Internal 
  Definition.............................................................................. 16 
  Required, Fire Flow Tables .......................................81, 83-84 
 Plan Submittal Required............................................................ 63 
 Two Hour Rated Fire Barrier Wall............................................ 63 
 Two Hour Rated Fire Wall .................................................. 63, 67 
Fire Suppression System 
 Acceptance Tests ...........................................................89, 98, 99 
 Automatic Sprinkler 
  Alarms................................................................................... 41 
  Definition........................................................................ 10, 90 
  Dry, Definition...................................................................... 91 
  Dry Pipe 
   Definition.......................................................................... 91 
   Inspector’s Test w/in 60 Seconds..................................... 98 
  Fire Department Connection 
   Marking ...................................................................166-184 
   Required.................................................................39, 41-42 
   Signs ................................................................................. 90 
   Threads ............................................................................. 90 
  Fire Flows Required ............................................................. 76 
  Hydraulic Calculations ......................................................... 40 
  Marking........................................................................166-184 
  Riser, Definition ................................................................... 92 
  Water Flow Alarm, Definition.............................................. 92 
  Wet, Definition ..................................................................... 92 
 Certificate Holder ............................................................118, 134 
  Application .................................................................120, 134 
  Certificate Classifications I-VII ......................................... 119 
  Certificate Classification VIII ............................................ 134 
  Fee...............................................................................120, 134 
  Limitations ..................................................................120, 135 
  Qualifications..............................................................120, 134 
  Responsible Charge ....................................................118, 134 
  Separation Notice ....................................................... 120, 135 
 Certificate of Inspection 
  Annual Certificate....................................................... 114, 130 
  Fees .............................................................................123, 137 
  Within 30 Working Days...................................................... 95 
 Company 
  Vendor 
   Definition........................................................................ 115 
   In-House ......................................................................... 131 
 Cooking ................................................ 95, 99, 115-123, 131-138 
 Definition.............................................................13, 91, 115, 131 
 Equipment Listing and Approval .............................................. 32 
 Fire Flows Required .................................................................. 76 
 Full-Time Employee........................................116, 120, 131, 134 
 Impairment 
  Buildings Under Construction/Demolition .......................... 93 
  Buildings, Vacant ................................................................. 93 
  Compensatory Measures....................................................... 93 
  Existing Non-Required......................................................... 94 
  Planned ................................................................................. 93 
  Permit Required .................................................................... 93 
  Unplanned............................................................................. 93 
 Identification Number ..........................................................96-97 
 Inspection 

  By Office of State Fire Marshal ..........................122, 136-137 
  Definition.................................................................... 116, 131 
 Inspection, Testing, Maintenance 
  Annual .............................................................................94-95 
  Certificate of Inspection ................................................. 95, 96 
  Certificate of Inspection Fees............................................... 95 
  Definition.................................................................... 116, 131 
  Inspection, Maintenance Tag ............................................... 97 
  Periodic................................................................................. 94 
  Required ............................................................................... 95 
  Written Test Records............................................................ 96 
 Installation 
  Required ..........................................................................66-68 
  Non-Required ....................................................................... 94 
 Install/Installation 
  Definition.................................................................... 116, 132 
 License Required........................................22, 117, 132-133, 139 
  Administration............................................................ 121, 135 
  Appeal......................................................................... 122, 136 
  Application ................................................................. 117, 133 
  Business Address........................................................ 117, 133 
  Certificate Holder ........................................ 118-119, 134-135 
  DE Business License .................................................. 117, 133 
  Enforcement ............................................................... 121, 135 
  Fees............................................................. 117, 123, 133, 137  
  Insurance..................................................................... 118, 133 
  Limitations.................................................. 118, 120, 133, 136 
  Revocation.................................................................. 121, 137 
  Separation Notice ....................................... 118, 120, 133, 136 
  Suspension.................................................................. 121, 137 
  Technical Documents 
   Inspection ............................................................... 122, 137 
   Preparing ................................................ 116, 122, 132, 137 
  Violation ............................................................................. 136 
 Operation, Maintenance, Inspection, Testing ....................89-100 
 Plans 
  Submittal Required............................. 25, 30, 68, 89, 122, 137 
  Unique/Exclusive ....................................................... 122, 138 
 Sales............................................................................32, 100-102 
Fire Suppression System for Cooking 
 See also  Fire Suppression Systems 
 Acceptance Test ........................................................................ 99 
 Inspection, Testing, Maintenance ........................................95-96 
Fireworks  
 Public Display 
  Conduct............................................................................... 144 
  Definition.............................................................................. 14 
  Fire Protection .................................................................... 145 
  Permit Required.............................................................. 2, 143 
   Appeal ............................................................................ 146 
   Application ..................................................................... 143 
   Bond ............................................................................... 143 
   Diagram.......................................................................... 144 
   Fee .................................................................................. 144 
   Suspension...................................................................... 146 
   Revocation...................................................................... 146 
   Violation..................................................................145-146 
 Operator................................................................................... 145 
  Appeal................................................................................. 146 
  Application ......................................................................... 143 
  Fee ...................................................................................... 144 
  License Required.......................................................... 22, 145 
  Qualifications ..............................................................145-146 
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  Suspension ..........................................................................146 
  Revocation ..........................................................................146 
  Violation...................................................................... 145-146 
Fixed Fire Protection System 
 See also  Fire Suppression Systems 
 Definition .............................................................................10, 90 
 Impairment Permit Required......................................................92 
 License Required .......................................................................22 
Flamespread Rating 
 Definition ...................................................................................14 
Flammable Gas 
 Fire Flows Required............................................................. 76-77 
 LP-Gas 
  Bulk Plants, Fire Protection Required ..................................46 
  Containers 
   Fill/Evacuate.....................................................................49 
   Portable Exchange Protection ..........................................49 
  License Required...................................................................22 
  Plan 
   Fire Chief.................................................................... 48-49 
   Submittal Required.....................................................24, 45 
 Plan Submittal Required ............................................................24 
 Room Heaters, Prohibited Installations .....................................45 
 Total Product Containment System...........................................48 
Flammable Liquids 
 Aboveground Tanks 
  Outside Location ...................................................................43 
 Definition ...................................................................................14 
 Farms/Isolated Construction Sites .............................................44 
 Fire Flows Required...................................................................73 
 License Required .......................................................................22 
 Plan Submittal Required ............................................................25 
 Underground Tanks 
  Change of Class, Approval Required ...................................44 
  Marking Fill Pipes.................................................................44 
  Seasonal Exchange Prohibited..............................................44 
Floor Area 
 Gross, Definition........................................................................14 
 Net, Definition ...........................................................................14 
Floor Level Indication..................................................................69 
Foam Extinguishing System 
 See Also Fire Suppression Systems 
 Definition ...................................................................................91 
FSD 
 Fire Separation Distance............................................................82 
Fuel Dispensing System 
 Kerosene.....................................................................................44 
  Dispensing into Portable Containers ....................................44 
 Marine Dispensing Areas...........................................................44 
Fuel Gas 
 Room Heaters, Prohibited Installations .....................45, 186, 189 
Full Time Employee 
 Definition ........................................................ 106, 116, 124, 131 
Fume Incinerator, Grease Consuming Appliance 
 Definition ...................................................................................91 
Fumigation, Thermal Insecticidal Fogging 
 Permit Required .................................................................23, 143 
Fun House 
 License Required .......................................................................23 
 

-G- 
Garage 
 Definition ...................................................................................14 

Garage, Parking 
 See Also Occupancy 
 Automatic Sprinklers Required ................................................. 66 
 Two Hour Rated Fire Wall ........................................................ 67 
Gas 
 CO2

  Definition .............................................................................. 90 
 Flammable Gas 
  Fire Flows Required .......................................................75, 77 
 LP-Gas 
  Bulk Plants, Fire Protection Required .................................. 45 
  Containers 
   Fill/Evacuate .................................................................... 49 
   Portable Exchange Protection.......................................... 46 
  License Required .................................................................. 21 
  Plan 
   Fire Chief ....................................................................48-49 
   Submittal Required ....................................................24, 45 
  Total Product Containment System...................................... 48 
 Room Heaters, Prohibited Installations......... 45, 47-51, 175, 186 
GPM 
 Definition................................................................................... 14 
Gated Communities....................................................................154 
Government Buildings ................................................................. 30 
Grade 
  Definition .............................................................................. 14 
Grease Consuming Appliances, Fume Incinerator 
 Definition................................................................................... 91 
Grease Extractor 
 Definition................................................................................... 91 
Ground Faults 
 Installation Testing ....................................................96, 107, 124 
Ground Kettle 
 Definition................................................................................... 14 
Guest House 
 Electrical Inspection ................................................................ 164 
 

-H- 
Halogenated Extinguishing Agents 
 Definition................................................................................... 92 
Halogenated Extinguishing System 
 See Also Fire Suppression Systems 
 Definition................................................................................... 92 
 Impairment Permit Required ................................................92-93 
Handicapped, Physically 
 Fire Safety Provisions...........................................................64-66 
 High Rise Buildings .................................................................. 65 
Haunted Houses 
 Definition................................................................................. 198 
 Permit Required .......................................................................198 
 Electrical Inspection ................................................................ 198 
 Construction.............................................................................198 
 Egress.......................................................................................199 
 Exits ......................................................................................... 199 
 Protection................................................................................. 199 
Hazard 
 Abatement Procedures ................................................................. 6 
 Contents 
  Definition .............................................................................. 16 
  Exposure ............................................................................... 12 
  Definition .............................................................................. 15 
 Determination/Correction Existing Buildings........................... 62 
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 Extra 
  Automatic Sprinklers Required ............................................ 68 
  Definition.............................................................................. 17 
 Fire 
  Definition.............................................................................. 15 
 High 
  Automatic Sprinklers Required ............................................ 68 
  Definition.............................................................................. 17 
 License Required ....................................................................... 24 
 Light 
  Definition.............................................................................. 17 
 Low 
  Definition.............................................................................. 17 
 Ordinary 
  Definition.............................................................................. 17 
 Ordinary, Group 1 
  Definition.............................................................................. 17 
 Ordinary, Group 2 
  Definition.............................................................................. 17 
 Permit Required ......................................................................... 24 
Health Care Occupancy  
 See Also Occupancy 
 Automatic Sprinklers Required ................................................. 68 
 Christmas Trees Prohibited ..................................................... 157 
 Electric Fire Pumps ................................................................... 56 
 Electrical Inspections............................................................... 164 
 Fire Flow Tables...................................................................81-84 
Heaters 
 Room, Prohibited Installations .............. 45-46, 51, 186, 189, 200 
Height 
 Definition................................................................................... 15 
High Hazard of Contents 
 Automatic Sprinklers Required ................................................. 68 
 Definition................................................................................... 15 
 Fire Flows .................................................................................. 73 
High Hazard Occupancy 
 Automatic Sprinklers Required ................................................. 68 
 Definition................................................................................... 15 
 Fire Flows .................................................................................. 77 
High Rise Building 
 Alarm/Emergency Communication System .............................. 69 
 Automatic Sprinklers Required ................................................. 66 
 Central Control Station.............................................................. 69 
 Definition........................................................................... 15, 155 
 Elevators .................................................................................... 70 
 Fire Department Communication System ................................. 70 
 Floor Level Indication ............................................................... 69 
 Mechanical Smoke Control ....................................................... 71 
 Provisions for Physically Handicapped .................................... 65 
 Public Address System.............................................................. 70 
 Standby Power, Light, Emergency System............................... 71 
Historic Buildings 
 Application .................................................................................. 2 
Hotel Occupancy 
 See Also Occupancy 
 Christmas Trees Prohibited ..................................................... 157 
 Definition............................................................................. 18, 22 
 Electrical Inspection ................................................................ 164 
 Exit Plans ................................................................................. 165 
 Fire Flow Tables...................................................................81-84 
 Room Heaters, Prohibited                                             

Installations............................................ 45-46, 51, 186, 189, 200 
HVAC 

 Definition................................................................................... 15 
 Room Heaters, Prohibited Installations .........................45-46, 51 
Hydrant 
 Definition................................................................................... 13 
 Dry............................................................................................. 80 
 Installation ................................................................................. 79 
 Number ...................................................................................... 79 
 Spacing and Location...........................................................78-79 
 Threads ...................................................................................... 90 
 Water Suppliers ......................................................................... 85 
Hydraulic Calculations 
 Automatic Sprinkler Systems.................................................... 40 
 

-I- 
ICFMR: Intermediate Care Facilities for the 
Mentally Retarded 
 Application .............................................................................. 185 
 Definition................................................................................. 185 
 Fire Protection Required 
  Automatic Sprinklers.......................................................... 185 
  Egress, Marked ................................................................... 186 
  Emergency Lighting ........................................................... 186 
  Fire Extinguishers, Portable ............................................... 189 
IFS: Internal Fire Separation .............................. 73, 75-78, 81-83 
Impairment 
 Fire Protection Systems 
  Buildings Under Construction/Demolition .......................... 92 
  Buildings, Vacant ................................................................. 93 
  Compensatory Measures ...................................................... 93 
  Existing Non-Required......................................................... 94 
  Planned ................................................................................. 93 
  Permit Required.................................................................... 93 
  Unplanned ............................................................................ 93 
Implied Consent ............................................................................. 5 
Incidental Use 
 Definition................................................................................... 15 
Inclinded Wheel Chair Lift 
 Definition................................................................................... 15 
Industrial Occupancy  
 See Also Occupancy 
 Automatic Sprinklers Required................................................. 66 
 Definition................................................................................... 15 
 Fire Flow Tables...................................................................81-84 
Infrastructure, Transmission/Supply/Distribution 
 Definition................................................................................... 85 
Inimicable 
 Definition................................................................................... 15 
Inspection 
 Authority ................................................................................... 28 
 Definition........................................................... 92, 107, 116, 124 
 Final........................................................................................... 28 
Inspection, Testing, Maintenance 
 Annual ..................................................................................94-95 
 Certificate of Inspection.......................................................95-96 
 Certificate of Inspection Fees ................................................... 94 
 Definition........................................................... 92, 107, 116, 124 
 Electrical.................................................................................. 164 
 Fire Protection Systems........................................................... 164 
 Periodic.................................................................................... 125 
Install/Installation 
 Definition......................................................... 107, 116, 124, 132 
Installation Testing 
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 Definition .........................................................................107, 124 
 Ground Faults.............................................................96, 107, 124 
 Loop Resistance ...............................................................107, 125 
 Short Circuit Faults ..........................................................107, 124 
 Stray Voltages ..................................................................107, 124 
Institutional Occupancy   
 See Also Occupancy 
 Automatic Sprinklers Required .................................................66 
 Christmas Trees Prohibited......................................................157 
 Definition ...................................................................................15 
 Electrical Inspection.................................................................164 
 Fire Drills .................................................................................154 
 Fire Flows ............................................................................ 76-77 
 Standpipes Required ..................................................................68 
Internal Fire Separation 
 Class “A”..............................................................................63, 69 
 Class “B”..............................................................................63, 69 
 Class “C”....................................................................................63 
 Definition .............................................................................16, 81 
 Fire Flows ............................................................................ 76-77 
 Plan Submittal Required ............................................................63 
 Two Hour Rated Fire Barrier Wall ............................................63 
 Two Hour Rated Fire Wall .................................................. 62-63 
Investigations ..............................................................................2, 5 
 

-K- 
Kettle 
 Patch, Definition ........................................................................14 
 Roofing, Definition....................................................................19 
Kerosene 
 Fuel Dispensing System.............................................................43 
 Dispensing into Portable Containers .........................................43 
 

-L- 
Laboratory 
 Listing/Approval 
  Fire Protection Systems/Equipment......................................32 
 Testing 
  Listing and Approval ............................................................31 
Large Area Building 
 Definition ...................................................................................16 
Laws 
 Existing ........................................................................................3 
 Other.............................................................................................3 
Lane 
 Bowling 
  Permit Required ....................................................................23 
 Fire, Primary 
  Definition ..............................................................................17 
  Plan Submittal Required .......................................................25 
 Fire, Secondary 
  Definition ..............................................................................19 
  Plan Submittal Required .......................................................25 
Licenses Required 
 Automatic Fire Suppression Systems .........22, 115-123, 131-138 
 Central Station Services...........................................................138 
 Combustible Liquids..................................................................22 
 Compliance Required.................................................................21 
 Covered Malls ............................................................................22 
 Definition ...................................................................................16 
 Explosives ..........................................................................22, 146 
 Fire Alarm Signaling System............................106-115, 123-130 
 Fire Extinguishers ...................................................... 22, 100-102 

 Fireworks ........................................................... 23, 145, 143-146 
 Fixed Fire Suppression Systems.................22, 115-123, 131-138 
 Fire Suppression Systems................................. 115-123, 131-138 
 Flammable Liquids .................................................................... 22 
 Fun House.................................................................................. 22 
 LP-Gas ....................................................................................... 22 
 Monitoring Services ................................................................138 
 Public Accommodations............................................................ 22 
 Places of Assembly.................................................................... 22 
 Remote Station Services ..........................................................138 
Lifts, Wheelchair .......................................................................... 65 
Light Hazard of Contents 
 Definition................................................................................... 15 
Limitation of Plan Approval ....................................................... 29 
Line 
 Property, Definition ................................................................... 17 
Liquids 
 Flammable/Combustible 
  Aboveground Tanks 
   Outside Location .............................................................. 43 
  Definition ........................................................................11, 14 
  Farms/Isolated Construction Sites ........................................ 44 
  Fire Flows Required ............................................................. 73 
  Kerosene ..........................................................................48-49 
  License Required .................................................................. 24 
  Plan Submittal Required ....................................................... 28 
  Underground Tanks 
   Change of Class, Approval Required............................... 44 
   Marking Fill Pipes ............................................................ 44 
   Seasonal Exchange Prohibited ......................................... 44 
Listed 
 Definition................................................................................... 18 
Listing 
 Fire Protection Systems and Equipment.................................... 36 
 Testing Laboratory ...............................................................34-35 
Local Alarm System 
 Definition................................................................................... 92 
Lodging and Rooming House Occupancy 
 Definition................................................................................... 20 
 Electrical Inspection ................................................................ 166 
 Fire Flow Tables ...................................................................81-84 
Loop Resistance 
 Installation Testing ..........................................................107, 125 
Loose House 
 Definition................................................................................... 16 
Low Hazard of Contents 
 Definition................................................................................... 14 
LP-Gas 
 Bulk Plants, Fire Protection Required....................................... 46 
 Containers 
  Fill/Evacuate ......................................................................... 49 
  Portable Exchange Protection............................................... 49 
 License Required ....................................................................... 22 
 Plan 
  Fire Chief .........................................................................48-49 
  Submittal Required .........................................................25, 45 
 

-M- 
MAGSF 
 Maximum Aggregate Gross Square 
  Footage.............................................................................81-84 
Maintenance 
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 Definition...................................................92, 107, 116, 125, 132 
Major Site Plan 
  Definition.............................................................................. 20 
Manufactured Home Installations, Sites, and 
 Communities 
 Plot Plans ................................................................................. 165 
Marine 
 Fuel Dispensing System 
  Marine Dispensing Areas ..................................................... 44 
 Vessel 
  Application ............................................................................. 1 
  Definition.............................................................................. 16 
Material, Explosive 
 Definition................................................................................... 12 
Mercantile Occupancy 
 See Also Occupancy 
 Christmas Trees Prohibited ..................................................... 157 
 Definition................................................................................... 16 
 Fire Flow Tables...................................................................81-84 
Mini-Storage Building 
 Definition................................................................................... 16 
Minor Site Plan 
  Definition.............................................................................. 20 
Mixed Occupancies 
 Definition................................................................................... 16 
Motel/Hotel Occupancy 
 See Hotel Occupancy, Occupancy 
Motion Theater Occupancy 
 Exit Plans ................................................................................. 165 
MSB 
 Minimum Set Back From All Property Lines ..................... 81, 84 
 

-N- 
Notices 
 Definition................................................................................... 16 
 Enforcement................................................................................. 6 
 Serving......................................................................................... 6 
 Written ......................................................................................... 6 
  Definition.............................................................................. 21 
 

-O- 
Occupancy 
 Apartment .........................................................................187-190 
  Corridor Smoke Detection.................................................... 52 
  Definition.............................................................................. 19 
  Extinguishing Requirements ................................................ 52 
  Fire Alarm System................................................................ 52 
 Fire Extinguishers, Portable................................................ 188 
  Fire Flows ........................................................................73-76 
  Room Heaters, Prohibited Installations................................ 45 
  Storage: Automatic Sprinklers Required.............................. 66 
 Assembly 
  Automatic Sprinklers Required ............................................ 66 
  Christmas Trees Prohibited ................................................ 157 
  Definition........................................................................ 17, 22 
  Electrical Inspection Required ...................................162, 164 
  Fire Flows ........................................................................73-77 
  License Required .................................................................. 22 
  Occupant Load, Method of Accounting for ....................... 197 
  Permit Required .................................................................... 21 
  Primary Entrance/Exit Established..................................... 197 
  Standpipes Required ............................................................. 68 
 Bed and Breakfast 

  Application ......................................................................... 186 
  Electrical Inspection Required ........................................... 164 
  Means of Escape Required................................................. 186 
  Number of Floors Utilized ................................................. 186 
  Smoke Detection System.................................................... 186 
  Unvented Fuel-Fired Heating Equipment .......................... 186 
 Business 
  Fire Flows........................................................................71-76 
 Change/Conversion 
  Application ....................................................................... 1, 61 
  Definition.......................................................................... 9, 16 
 Classification............................................................................. 16 
 Day Care 
  Emergency Forces Notification............................................ 51 
  Fire Flows........................................................................73-76 
  Panic Hardware .................................................................... 51 
  Room Heaters, Prohibited Installations................................ 45 
 Definitions 
  Apartment ..................................................................... 11, 187 
  Assembly ........................................................................ 13, 17 
  Business................................................................................ 10 
  Detention and Correction ..................................................... 12 
  Dormitory ............................................................................. 18 
  Educational ........................................................................... 12 
  High Hazard.......................................................................... 14 
  Hotel/Motel........................................................................... 18 
  ICFMR: Intermediate Care for the  
   Mentally Retarded .......................................................... 185 
  Industrial............................................................................... 15 
  Institutional........................................................................... 15 
  Lodging/Rooming House ..................................................... 18 
  Mercantile............................................................................. 16 
  Mixed.................................................................................... 16 
  Occupancy ............................................................................ 16 
  One- and Two-Family Dwelling .......................................... 18 
  Residential ............................................................ 18, 187, 198 
  Restaurant ............................................................................. 19 
  Storage.................................................................................. 20 
  Townhouse ........................................................................... 18 
 Detention & Correction 
  Electrical Inspection Required ........................................... 164 
 Dormitory 
  Electrical Inspection Required ........................................... 164 
  Fire Flows........................................................................73-76 
  Room Heaters, Prohibited Installations................................ 45 
 Educational 
  Automatic Sprinklers Required............................................ 66 
  Electrical Inspection Required ........................................... 164 
  Fire Flows........................................................................73-76 
  Room Heaters, Prohibited Installations................................ 45 
 Garage, Parking 
  Automatic Sprinklers Required.......................................66-67 
  Fire Flows........................................................................73-76 
  Two Hour Rated Fire Wall................................................... 67 
 Health Care 
  Automatic Sprinklers Required............................................ 66 
  Electric Fire Pumps .............................................................. 50 
  Electrical Inspection Required ........................................... 164 
  Fire Flows........................................................................73-76 
 High Hazard 
  Automatic Sprinklers Required.......................................66-68 
 Hotel/Motel 
  Electrical Inspection ........................................................... 164 
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  Exit Plans ............................................................................165 
  Fire Flows........................................................................ 73-76 
 ICFMR: Intermediate Care for the Mentally Retarded 
  Application..........................................................................185 
  Definition ............................................................................185 
  Fire Protection Required 
   Automatic Sprinklers ......................................................185 
   Egress, Marked ...............................................................186 
   Emergency Lighting .......................................................186 
   Fire Extinguishers, Portable............................................189 
 Industrial 
  Automatic Sprinklers Required ............................................66 
  Fire Flow Tables ............................................................. 81-84 
 Institutional 
  Automatic Sprinklers Required ............................................66 
  Fire Flow Tables ............................................................. 81-84 
  Standpipes Required .............................................................68 
 Lodging/Rooming 
  Fire Flows........................................................................ 73-76 
 Mercantile 
  Fire Flows........................................................................ 73-76 
 Mixed ...................................................................................16, 61 
 Residential 
  Automatic Sprinkler System Alarms ....................................41 
  Automatic Sprinklers Required ............................................67 
  Fire Department Connections ...............................................41 
  Fire Flow Tables ............................................................. 81-84 
  Smoke Detectors Required ......................................... 190-193 
 Residential Board and Care 
  Automatic Sprinklers Required ............................................66 
  Egress, Marking ....................................................................53 
  Electrical Inspection Required............................................164 
  Emergency Forces Notification ............................................53 
  Emergency Lighting..............................................................52 
  Fire Department Notification................................................53 
  Fire Extinguishers, Portable..................................................53 
  Fire Flow Tables ............................................................. 81-84 
 Restaurant 
  Fire Flow Tables ............................................................. 81-84 
 Storage 
  Automatic Sprinklers Required ...................................... 66-68 
  Fire Flow Tables ............................................................. 81-84 
 Townhouse 
  Fire Flow Tables ............................................................. 81-84 
Occupied 
 Definition ............................................................................. 16-17 
One- and Two-Family Dwellings 
 Application of Regulations ....................................................1, 51 
 Automatic Sprinkler System Alarms .........................................39 
 Definition .............................................................................12, 18 
 Elevator ......................................................................................12 
 Fire Flows ............................................................................ 73-76 
 Fire Protection Systems 
  Operation, Maintenance, Testing..........................................89 
 Room Heaters, Prohibited Installations .....................................45 
Ordinary Hazard of Contents 
 Definition ...................................................................................14 
 Group 1, Definition....................................................................15 
 Group 2, Definition....................................................................15 
Outdoor Tire Storage and Disposal Sites 
 Application...............................................................................194 
 Bulldozers, Front-End Loaders, Equipment ............................196 
 Definitions 

  Aisle .................................................................................... 194 
  Clear Space ......................................................................... 194 
  Fire Lane .............................................................................194 
  Scrap Tire............................................................................ 194 
  Units (equivalent Passenger) ..............................................194 
  Yard..................................................................................... 194 
 General Fire Protection............................................................195 
 Fire Prevention......................................................................... 194 
 Emergency Preplanning...........................................................197 
 Exposure Protection 
  10,000 Units or Less ...........................................................195 
  More than 10,000 Unites ....................................................195 
 Permit Required .................................................................23, 194 
 Security of Storage Yards........................................................ 195 
 Storage of Tires........................................................................196 
 Water Supplies.........................................................................196 
Owner 
 Definition................................................................................... 17 
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Paging System 
  Large Area Buildings................................................................ 72 
Parking Garage 
 Automatic Sprinklers Required ................................................. 67 
 Two Hour Rated Fire Wall ........................................................ 67 
Patch Kettle 
 Definition................................................................................... 17 
Perimeter Accessibility 
 Definition................................................................................... 17 
Permits 
 Amusement Rides ...................................................................... 23 
 Bowling Lanes ........................................................................... 23 
 Burning ...................................................................................... 23 
 Compliance Required ................................................................ 23 
 Covered Malls............................................................................ 22 
 Definition................................................................................... 17 
 Denial........................................................................................... 6 
 Dry Hydrant ............................................................................... 80 
 Exhibit, Craft Trade Show......................................................... 23 
 Explosives.................................................................................. 23 
 Fireworks Display..............................................................23, 143 
 Fumigation ................................................................................. 23 
 Impairment of Fire Protection Systems ...............................23, 82 
 Outdoor Tire Storage and Disposal Sites .................................. 23 
 Places of Assembly.................................................................... 23 
 Revocation ................................................................................... 6 
 Required.............................................................................22, 143 
 Suspension ...........................................................................6, 143 
Person 
 Definition................................................................................... 17 
Physically Handicapped, Fire Safety.....................................64-66 
Place of Assembly 
 See Assembly Occupancy 
Plans 
 Application ................................................................................ 26 
 As-Built...................................................................................... 30 
 Engineering Analysis Required................................................. 29 
 Footprint Plan at Final Inspection ............................................. 28 
 Government Buildings............................................................... 30 
 Limitation of Approval.............................................................. 29 
 Manufactured Home Installations, Sites and 
  Communities .......................................................................165 
 Required Information ...........................................................26-27 
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 Review Fees............................................................................... 26 
 Sealed/Signed ............................................................................ 25 
 Site 
  Definition.............................................................................. 19 
  Required Information on Plan .............................................. 26 
 Subdivision 
  Definition.............................................................................. 20 
  Major, Definition .................................................................. 20 
  Minor, Definition.................................................................. 20 
 Submittals Required 
  Building ................................................................................ 24 
  Egress/Exiting Systems ........................................................ 25 
  Emergency/Exit Lighting Systems ....................................... 25 
  Fire Alarm Signaling Systems........................25, 30, 113, 129 
   Unique/Exclusive ...................................................114, 130 
  Fire Walls/Fire Barrier Walls ............................................... 63 
  Fire Lanes ............................................................................. 25 
  Fire Pumps ............................................................................ 25 
  Fire Suppression/Extinguishing Systems ............................. 25  
   Unique/Exclusive ...................................................122, 137 
  Flammable/Combustible Liquids ......................................... 25 
  Flammable Gas Installations ................................................ 25 
  Smoke Detectors ................................................................. 192 
  Smoke Removal/Control Systems ........................................ 25 
  Standpipe Systems ................................................................ 25 
  Subdivision ........................................................................... 25 
  Water Supplies/Distribution Systems............................. 25, 86 
Portable Fire Extinguishers/ Extinguishing Equipment 
 See Fire Extinguishers/Extinguishing Equipment, Fire 
Suppression Systems 
Pressure 
 Residual, Definition................................................................... 19 
Primary Exits 
 Definition................................................................................... 17 
Process 
 Definition................................................................................... 17 
Professional 
 Design, Definition ..................................................................... 12 
 Engineer, Licensing/Permitting................................................. 21 
 Engineering Analysis Required................................................. 29 
Property Line 
 Definition................................................................................... 17 
 Minimum Set Backs ............................................................ 81, 84 
Protected Property 
 Definition................................................................................. 139 
PSI 
 Definition................................................................................... 18 
Public 
 Accommodations/Assembly.................................................... 197 
  Automatic Sprinklers Required ............................................ 67 
  Definition.............................................................................. 18 
  License Required .................................................................. 23 
  Occupant Load, Method of Accounting for ....................... 197 
  Permit Required .................................................................... 23 
  Primary Entrance/Exit Established..................................... 197 
 Address Systems 
  High Rise Buildings ............................................................. 70 
 Water Systems 
  Application ........................................................................... 85 
  Definition.............................................................................. 85 
  Requirements ...................................................................85-87 
Pumps 
 Electric  

  Auxiliary Power/Water Suppliers ........................................ 86 
 Fire 
  Health Care, Electric ............................................................ 50 
  Inspection, Testing, Maintenance ........................................ 95 
  Plan Submittal Required....................................................... 25 
  Rated/Peak Capacity, 10 psi................................................. 99 
  Test Connection Signs.......................................................... 90 
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Refuse, Combustible 
 Definition................................................................................... 11 
Regulations, DE State Fire Prevention 
 Adopted References .................................................................... 1 
 Adoption...................................................................................... 1 
 Application .................................................................................. 1 
 Authority ..................................................................................... 4 
 Definition................................................................................... 20 
 Effective Date.............................................................................. 1 
 Enforcement ................................................................................ 4 
 Liability ....................................................................................... 1 
 Limitations................................................................................... 1 
 Retroactivity ................................................................................ 1 
 Review......................................................................................... 4 
 Severability.................................................................................. 3 
 Updating ...................................................................................... 3 
 Validity ........................................................................................ 1 
Remote 
 LP-Gas Definition ..................................................................... 47 
Remote Station Fire Alarm System 
 See Also Fire Alarm Signaling Systems 
 Definition................................................................................. 139 
Required Flow 
 Definition................................................................................... 19 
Residential Board and Care Occupancy 
 See Also Occupancy 
 Automatic Sprinklers Required................................................. 69 
 Christmas Trees Prohibited ..................................................... 157 
 Egress, Marking ........................................................................ 53 
 Emergency Forces Notification................................................. 53 
 Emergency Lighting .................................................................. 52 
 Fire Department Notification .................................................... 53 
 Fire Extinguishers, Portable ...................................................... 53 
 Fire Flow Tables...................................................................81-84 
Residential Occupancy 
  See Also Occupancy 
 Automatic Sprinkler Alarms ..................................................... 56 
 Automatic Sprinklers Required................................................. 66 
 Definition................................................................................... 18 
 Fire Department Connection ..................................................... 40 
 Fire Flow Tables...................................................................81-84 
Residential Smoke Detectors 
 See Also Fire Alarm Signaling Systems 
 Application .............................................................................. 190 
 Compliance Dates.................................................................... 193 
 Definitions 
  Compliance Date ................................................................ 190 
  Existing Buildings .............................................................. 190 
  Inter-Connected .................................................................. 190 
  Legislation, Effective Date................................................. 190 
  Monitored Battery Power Supply....................................... 191 
  Sleeping Areas.................................................................... 191 
 One- and Two-Family Dwellings............................................ 191 
 Other Residential Occupancies ............................................... 192 
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  Plan Submittal Required .....................................................193 
Responsible Charge 
 Definition ........................................................ 108, 116, 125, 132 
Restaurant 
 Definition ...................................................................................19 
 Fire Flow Tables .................................................................. 81-84 
Revocation of 
 Approvals .....................................................................................6 
 Certificates ...................................................................................6 
 Licenses........................................................................................6 
 Permits..........................................................................................6 
Rides 
 Amusement, Permit Required ....................................................23 
Right of Entry .................................................................................5 
Riser 
 Definition ...................................................................................92 
Roofing Kettle 
 Definition ...................................................................................19 
Rubbish 
 Definition ...................................................................................19 
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Secondary Exits 
 Definition ...................................................................................19 
Secondary Fire Lane 
 Definition ...................................................................................19 
Self-Preservation 
 Definition ...................................................................................10 
Severability 
 Regulations ..................................................................................3 
Short Circuit Faults 
 See Also Fire Alarm Signaling System 
 Installation Testing ..........................................................107, 124 
Signs 
 See Also Fire Lanes, Fire Suppression Systems 
 Fire Department Connection......................................................89 
 Fire Pump Test Connections......................................................89 
Site Plan 
 Definition ...................................................................................19 
 Fire Flows Required............................................................. 73-84 
 Major Site Plan 
  Definition ..............................................................................20 
 Manufactured Home Installations, Sites and 
  Communities .......................................................................165 
 Minor Site Plan 
  Definition ..............................................................................20 
 Plan Submittal Required ............................................................24 
 Required Information on Plan ...................................................25 
Smoke Removal and Control Systems 
 High Rise Buildings...................................................................71 
 Large Area Buildings.................................................................71 
 Plan Submittal Required ............................................................25 
Smoking 
 Area, Definition .........................................................................19 
 Definition ...................................................................................19 
Standby Power/Light/Emergency Systems 
 High Rise Buildings...................................................................71 
 Large Area Buildings.................................................................71 
Standpipe Systems 
 See Also Fire Suppression Systems 
 Fire Department Connection......................................................41 
 Inspection, Testing, Maintenance ..............................................94 
 Installation 

  Where Required .................................................................... 68 
  Large Area Buildings............................................................ 71 
 Marking.................................................................................... 166 
 Plan Submittal Required......................................................24, 89 
 Riser, Definition ........................................................................ 92 
 Signs........................................................................................... 90 
 Threads....................................................................................... 90 
State Fire Marshal 
 Administration .....................................................................4, 112 
 Alternatives.................................................................................. 4 
 Appeals ........................................................................................ 6 
 Authority 
  Investigations.......................................................................... 4 
  Regulations ............................................................................. 4 
 Definition.............................................................................13, 19 
 Enforcement 
  Abatements ............................................................................. 6 
  Approvals................................................................................ 6 
  Certificates ......................................6, 111, 113, 121, 129, 136 
  Licenses ................................. 6, 101, 111, 113, 121, 129, 136 
  Notices .................................................................................... 6 
  Orders......................................................5, 113, 122, 129, 136  
  Permits .................................................................................... 5 
  Regulations ............................................................................. 4 
 Implied Consent........................................................................... 5 
 Right of Entry .............................................................................. 5 
State Fire Prevention Commission 
 Appeals 
  Continuance, Request for ....................................................... 8 
  Error in order/decision of State Fire Marshal......................... 7 
  Failure to Appear .................................................................... 8 
  Filing ....................................................................................... 6 
  Hearing Procedure .................................................................. 8 
  Interpretation........................................................................... 7 
  Procedures............................................................................... 6 
  Special Exception ................................................................... 7 
  Stay, Operation of Appeal ...................................................... 7 
  Time of Hearing/Notice.......................................................... 7 
  Time Limit to File Appeal ...................................................... 7 
  Variance .................................................................................. 7 
 Definition.............................................................................11, 19 
 Promulgating Regulations ........................................................... 1 
 Review and Updating Regulations .............................................. 4 
Stop Work Order ......................................................................... 28 
Storage Occupancy 
 See Also Occupancy 
 Automatic Sprinklers Required ................................................. 66 
 Definition................................................................................... 20 
 Fire Flow Tables ...................................................................81-84 
Story 
 Definition................................................................................... 20 
Stray Voltages 
 See Also Fire Alarm Signaling Systems 
 Installation Testing ..........................................................107, 124 
Street 
 Definition................................................................................... 20 
Strip Shopping/Office Center 
 Definition................................................................................... 20 
Subdivision 
 Definition................................................................................... 20 
 Major, Definition ....................................................................... 20 
 Minor, Definition....................................................................... 20 
 Plan Submittal Required............................................................ 24 
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Summarily Abate 
 Definition................................................................................... 20 
Supply/Transmission/Distribution Infrastructure 
 Definition................................................................................... 85 
Systems 
 See Also Fire Alarm Signaling Systems, Fire Protection 
Systems, Fire Suppression Systems 
 Automatic Fixed Fire Protection, Definition....................... 10, 90 
 Dry Chemical Extinguishing, Definition .................................. 91 
 Engineered, Definition .............................................................. 91 
 Emergency Communication/Alarm 
  High Rise Buildings ............................................................. 71 
  Large Area Buildings............................................................ 71 
  Provisions for Physically Handicapped...........................64-66 
 Emergency Electrical Systems 
  Health Care Fire Pumps........................................................ 51 
 Emergency Lighting/Exit Lighting Systems 
  Plan Submittal Required....................................................... 24 
 Fire Alarm Signaling, Definition......................................... 13, 90 
 Fire Protection, Definition................................................... 13, 91 
 Fire Suppression, Definition................................................ 13, 91 
 Fixed Fire Suppression, Definition ........................................... 90 
 Foam Extinguishing, Definition ................................................ 90 
 Fuel Dispensing 
  Kerosene ............................................................................... 43 
   Dispensing into Portable Containers................................ 44 
  Marine Dispensing Areas ..................................................... 44 
 Halogenated Extinguishing, Definition..................................... 91 
 Paging, Large Area Buildings ................................................... 71 
 Public Address, High Rise Buildings........................................ 71 
 Smoke Removal and Smoke Control 
  Plan Submittal Required....................................................... 24 
  High Rise Buildings ............................................................. 71 
  Large Area Buildings............................................................ 71 
 Standby Power/Light/Emergency 
  High Rise Buildings ............................................................. 71 
  Large Area Buildings............................................................ 71 
 Standpipe, Riser Definition ....................................................... 92 
 Testing, Definition..................................................................... 92 
 Total Product Containment........................................................ 47 
 Water Distribution, Definition .................................................. 21 
 Water Supply 
  Application ........................................................................... 85 
  Auxiliary Power Supply ....................................................... 86 
  Definition.............................................................................. 21 
  Distribution, Transmission or Supply 
  Infrastructure, Definition...................................................... 85 
  Duration, Minimum .............................................................. 86 
  Flows, Minimum................................................................... 85 
  Hydrants................................................................................ 86 
  Installation ............................................................................ 86 
  Plan Submittal Required....................................................... 87 
  Systems, Central or Public, Definition ................................. 85 
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Tanks 
 Flammable/Combustible Liquids 
  Aboveground Tanks 
   Outside Location .............................................................. 43 
  Definition.............................................................................. 14 
  Farms/Isolated Construction Sites........................................ 44 
  Fire Flows Required ............................................................. 77 
  License Required .................................................................. 22 

  Plan Submittal Required....................................................... 25 
  Underground Tanks 
   Change of Class, Approval Required .............................. 44 
   Marking Fill Pipes............................................................ 44 
   Seasonal Exchange Prohibited......................................... 44 
Technical Documents 
 Inspection ........................................................ 113, 122, 129, 136 
 Plan Submittal Required.................................. 113, 122, 129, 136 
 Preparing 
  Definition.................................................... 108, 116, 125, 132 
Tentative Interim Amendments ................................................... 3 
Testing 
 Definition................................................... 92, 108, 117, 125, 132 
 Laboratory, Listing and Approval........................................30-31 
 Records, Written........................................................................ 96 
Theater, Motion Picture 
 Exit Plan .................................................................................. 165 
Thermal Insecticidal Fogging, Fumigation 
 Permit Required................................................................. 23, 143 
These Regulations 
 Definition................................................................................... 20 
Transmission/Supply/Distribution Infrastructure 
 Definition................................................................................... 85 
Townhouse 
 Definition................................................................................... 18 
 Required Information on Site Plan.......................................26-27 
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Underground Tanks 
 Flammable/Combustible Liquids 
  Change of Class, Approval Required................................... 44 
 Definition............................................................................. 11, 14 
  License Required.................................................................. 22 
  Marking Fill Pipes ................................................................ 44 
  Plan Submittal Required....................................................... 25 
  Seasonal Exchange Prohibited ............................................. 44 
Updating 
 Regulations.................................................................................. 3 
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Variance 
 Appeal ...................................................................................... 7-8 
Vertical Platform Lifts Permitted .............................................. 66 
 Location..................................................................................... 66 
Visual Alarm Indicating Appliances.......................................... 65 
Vessel, Marine 
 Application .................................................................................. 1 
 Definition................................................................................... 16 
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Walls, Fire 
 Class “A”................................................................................... 62 
 Class “B” ............................................................................. 62, 67 
 Class “C” ................................................................................... 63 
 Definition..................................................................13, 16, 62-63 
 Internal Separation, Definition.................................................. 16 
 Plan Submittal Required............................................................ 63 
 Two Hour Rated Fire Barrier Wall ........................................... 63 
 Two Hour Rated Fire Wall.............................................62-63, 67 
Waste, Combustible 
 Definition................................................................................... 11 
Water Capacity 
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 Definition ...................................................................................20 
 Flow Tests ..................................................................................27 
Water Distribution System 
 Definition ...................................................................................21 
 Plan Submittal Required ............................................................25 
Water Flow Alarm 
 Definition ...................................................................................92 
Water Suppliers 
 Application.................................................................................85 
 Auxiliary Power Supply.............................................................86 
 Definition ...................................................................................21 
 Distribution, Transmission or Supply 
  Infrastructure, Definition ......................................................85 
 Duration, Minimum ...................................................................86 
 Flows, Minimum........................................................................85 
 Hydrants .....................................................................................86 
 Installation..................................................................................86 
 Plan Submittal Required ............................................................87 
 Systems, Central or Public, Definition ......................................85 
Water Supply 
 Automatic 
  Definition ..............................................................................90 
 For Fire Protection 
  Fire Flows........................................................................ 73-84 
  LP-Gas Bulk Plants...............................................................46 
Water System 
 Central or Public, Definition......................................................85 
Wet System 
 Definition ...................................................................................92 
Wheel Chair Lifts .........................................................................65 
Work 
 Exposure.....................................................................................28 
 Stop Order ..................................................................................28 
Written Notice 
 Definition ...................................................................................21 
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Zoning and Annunciation 
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